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ENCLOSURE FEATURES / PARTS

1.	 Enclosure can (includes door), order LCAP32/44 for can only, (44” shown)
2.	 Panel Insert (See Panel Load Section)
	 a. Ground terminals (terminals for upper and lower sections)
	 b. Module Panel Boards – 103160-1. Up to 4 modules for 44” and up to 2 Modules for 32”
	 c. Metal isolation barrier between varying voltages. Should be added in Design Center’s project design as part of enclosure 
	     setup, giving it the correct part number via the position (optional)
	 d. AC Terminal boards installed for module type ordered
	 e. Terminal board jumpers are installed for lighting control via breakers during construction
	     NOTE: MDR8CW301 commercial modules do not support either type of terminal jumper boards
3.	 Panel Insert (controller section)
	 a. Barrier for IC-36-II controller or secondary terminal board.
	 b. IC-36-II board or secondary terminal board inside barrier.
	 c. IC-36-II controller for M models or Secondary Terminal Board for S models.
4.	 Enclosure cover, with hinged/vented door allowing easy access when servicing and proper ventilation for convection cooling 
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